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CHANNEL NO.12

SUPPORT DETAIL
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ITEM|SIZE DESCRIPTION <
|®)
1 4" |GAS PRESS. REGULATOR (S.P.=600 PSIG) 600
2 4” {GAS PRESS. REGULATOR (S.P.:250 PSIG) 600
3 27+3” SAFETY RELIEF VALVE (S.P.:275 PSIG) 300
4 6 DRY GAS FILTER 600
5 6 SAFETY SHUT OFF VALVE (S.P.:300 PSIG) 600
6 10” |G—R2500GAS TURBINE METER EQUIPPED WITH T.&P. CORR.DEVICE| 300
7 6 PLUG VALVE, F.E. 600
8 2 PLUG VALVE, F.E. 300
9 5) BALL VALVE, F.E. 800
10 10” {BALL VALVE, F.E. 300
CUT1L CUT2
S.R.V. S.S.0.V.
REG. REG.

RUN 1 600 250 275 300

RUN 2 580 240 75 310

RUN 3 560 230 RS 320

1—-ALL DIMENSIONS ARE IN mm.

2—ALL WELDING JOINTS SHOULD BE INSPECTED & RADIOGRAPHED %100.

3—THE STATION SHOULD BE HYDROSTATICALLY TESTED UP TO 1.5xMAX W.P.

4—CALCULATION FOR THE REGULATION SECTION SHALL INDICATE MAX.

NOISE LEVEL OF 90dB AT A DISTANCE OF im FROM THE STATION

5—SUPPORT NO.1 DIM.’S ARE BASED ON FILTER HEIGHT AND OTHER

SUPPORTS DIM."S ARE BASED ON 1200mm ST.HEIGHT.

6—INLET

, OUTLET AND BY—-PASS VALVES OF HEATER HAVE BEEN

CONSIDERED IN THE HEATER INSTALLATION PACKAGE DOCUMENT.

7-REGULATORS SHALL BE EQUIPPED WITH LIMITING DEVICE FOR MAX.

CAPACITY 50000 SCMH

8—-RELIEF CAPACITY IS TEN PERCENT OF LINE CAPACITY

DESIGN DATA

P 8001400 PSIG
P, | 250 PSIG
Qg 100000  SCMH

INSTRUMENT INSTALLATION DETAIL

*TO COMPLETE THIS DRAWING REFER TO DROWING NO N3-4136*
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