OF:!

ml!

P

<00 Lit
BARREL

ks
ﬂlmj

®

O

S ——

=Z2m

ODORANT TANK

I_I'_I

L]

3/4” ANTI CORRSION FLEXIBLE HOSE WITH S.S. BRND , L

POWER SUPPLY
<20V , AC , 50HYZ

— e v = ———— . ——— — . —

5 Eg

O LEEEE TR T

i

|
I

|

|

|

|

I

|

I

|

I

I

|

|

I

I
Bl
I

|

I

I

|

l

I

I

|
|
I

I
1

© [

_____ UPS

CONTROL BOX
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REED CONTACT PULSES FROM UP TO 4 GAS TURBINE METERS

NO DESCRIPTION QTY | NOTE
{ CONTROCL BOX , COSISTANG OF PULSE GENERATOR AND DECODER 1
EX PROOF INTERFACE , WETHER PROOF IP—54.
2| NPTF CHECK VALVE 2
3| CALIBRATION POT — MEASURING BURET 1
SOCLENOID CPERATED DIAPHRAGM PUMPE , EXPLOSION PROOF
4 MAX DISCHARGE PRESSURE —-20.7 BAR . WET PART : S.STEEL. 1
.| NPT SAFTEY RELIEF VALVE , SS TRIM .
SET PRESSUR=288 PSI LESSER OR EQUAL
o| NPT SAFTEY RELIEF VALVE , SS TRIM |
SET PRESSUR=40 PSI LESSER OR EQUAL
7| NPTF BALL VALVE 11
8] NPTF STRAINER 2
9| CHARCOAL FILTER , V—=1% ODORAIZER TANK VOLUME| 1
10{ NPTF BALL VALVE 2
11| MALEE QUICK ACTION COUPLING 1
12| PRESSURE REGULATOR SET PRESSURE = 30 PSl| 1
13| CPTM INJECTION NOZZELE 1
14| UPS 230 V , 50 HZ FARATEL 1
15| FLANGE 1/2" ANSI 150 SS 16
16| MAGNETIC LEVEL GAGE & SOITCH CONN 1/2" # 150, EX-PROOF 1
1T 2 WAY MANIFOLD , SS316 1
18| PRESSURE CAGE 2.5 BAR SS316 1
19| NEEDLE VALVE 1/4” 7
20[ DIFFERENTICAL PRESSURE GAGE 1
21| DIFFERENTICAL PRESSURE TRANSMITTER 1
22 1

ORIFICE DEVICE : ORIFICE PLATE + ORIFICE FLANGE

NOTES

A : ALL TUBINGS ARE 1/2" WITH STANDARD STAT COUPLINGS.

B : PART WILL BE INSTALLED ON THE EQUIPMENT.

C : DUE TO LOW INJECTION FLOW RATE PALSATION DAMPENER
[S NOT NECESSARY TO BE INSTALLED.

D : PART WILL BE DELIVERED LOOSE.

E : ALL INSTRUMENT ARE FROM APPROVED VENDOR LIST AND
IGS STANDARD.

F : THE MINIMOM TANK CAPACITY=300 LIT

G : THE BODIES MATERIAL MUST BEASTMAS16.GR.70

H : THE LEVELS GAGE MUST BE MAGNET TYPE

I : THE LEVELS LIQUID CONTROLS MUST BE INSTALL

J

: THE INJECTION ODORIZER COULD BE RECIEVE THE SENS

OF D.P. GAGE TRANSMETER

LIMITING COMPONENT=METER
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FARS GAS COMPANY

GAS DISTRIBUTION MANAGEMENT

TYPICAL DESIGN OF GAS ODORIZER INSTALLATION|
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